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Retain these instructions for future service and adjustments 

INSTRUCTIONS: LINEAR SYSTEM LED LUMINAIRE 
MODEL   : SBH-316 and SBH-314 
 

CAUTION : 
• Read all instructions before installing. 

 
• This LED fixture is designed for use on WAC’s Linear System and is not compatible with other brands of track. 

 
• Ensure that the LED fixture’s operating voltage is compatible with WAC Linear System’s  

 
• LED fixture is not waterproof and is for indoor use only 

 
• LED fixtures should be appropriately spaced along linear track system, and powered by selected transformer. 

 
• Ensure that the total LED fixture power load does not exceed the transformer’s power capacity. 

 
• Working ambient temperature: 4℉ - 122℉ (-20℃ - 50℃). 
 
 
Place the fixture contacts fully into the track channel and twist the fixture 90°.  Fixtures are not polarized and may be 
turned in either direction. The fixture should feel tight in the tracks once properly installed. Refer to drawings for detailed 
installation procedures. 
 
 
 
 
 
 
 
 
 
 
 
 


